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GILEAD ROAD
PROP. 16" WATER LINE -WL1-

SCALE: 1" = 50' HORIZONTAL

1" = 10' VERTICAL

SCALE: 1" = 50' HORIZONTAL

1" = 10' VERTICAL

SEE SHEETS  UC-4  AND UC-5 FOR WATER PLAN

SEE SHEETS  UC-5  AND UC-6 FOR WATER PLAN

GILEAD ROAD
PROP. 16" WATER LINE -WL1-

LNS
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UC-7

 (APPROX. DEPTH)

EXIST. 12" WATER

STA. 10+05.00

16"X12" REDUCER

STA. 10+10.00

STA. 10+23.20 STA. 14+21.55

STA. 14+57.95

STA. 18+59.09

STA. 17+95.02

STA. 17+59.70

STA. 18+17.39

2" AIR RELEASE VALVE

STA. 20+27.85

EXIST. 18" RCP
EXIST. 18" RCP

PROP. 15" RCP

(APPROX. DEPTH)

EXIST. TV

(APPROX. DEPTH)

EXIST. TV

(APPROX. DEPTH)

EXIST. TELEPHONE

(APPROX. DEPTH)

EXIST. TELEPHONE

(APPROX. DEPTH)

EXIST. TELEPHONE

PROP. GRADE

EXIST. GRADE

COVER

MIN. 3'

BEND RADIUS: 765'

END STA: 18+50.99

BEGIN STA: 17+99.70

VERTICAL DEFLECTION

BEND RADIUS: 765'

END STA: 19+63.54

BEGIN STA: 19+27.09

VERTICAL DEFLECTION

STA. 15+99.33

BUTTERFLY VALVE

STA. 10+88.88

16"X16"X6" FH TEE

STA. 14+15.55

16"X16"X8" TEE

STA. 15+61.30

16"X16"X8" TEE

STA. 22+36.61
(SEE TEST HOLE 6)

EXIST. 12" WATER

(SEE TEST HOLE 5)

EXIST. POWER

(SEE TEST HOLE 4)

EXIST. 8" FMCT WATER SERVICE

(SEE TEST HOLE 2)

EXIST. HIGH PRESSURE GAS

CLEARANCE

MIN. 12" 

(SEE TEST HOLE 3)

EXIST. F/0

STA: 12+44.36

STA: 13+99.48

STA: 15+94.14

VERTICAL

MIN. 12" CLEARANCE 

CLEARANCE

MIN. 12" 

CLEARANCE

MIN. 12" 

CLEARANCE

MIN. 12" 

 CLEARANCE

MIN. 12"

(STEEL PIPE, T=0.375")

72 LF 36" ENCASEMENT PIPE

(DIP, CL53)

PIPE IN TRENCH 

REFUSAL

OFFSET: 99.04'

REFUSAL: 746.0'

GROUND: 762.0'

B-01 REFUSAL

OFFSET: 117.97'

REFUSAL: 749.0'

GROUND: 771.1'

EB1-A (LL)

OFFSET: 154.13'

TERMINATED: 664.9'

GROUND: 749.7'

B1-A (LL)

STA. 28+46.54

STA. 30+63.06

STA. 29+56.54

STA. 31+98.15

STA. 32+50.94

STA. 32+70.94

PROP. 15" RCP

PROP. 15" RCP

PROP. GUARDRAIL

(APPROX. DEPTH)

EXIST. POWER

(APPROX. DEPTH)

EXIST. POWER

(APPROX. DEPTH)

EXIST. POWER

(APPROX. DEPTH)

EXIST. POWER

(APPROX. DEPTH)

EXIST. 3" WATER SERVICE

(APPROX. DEPTH)

EXIST. TELEPHONE

(APPROX. DEPTH)

EXIST. TELEPHONE

(APPROX. DEPTH)

EXIST. TELEPHONE

COVER

MIN. 3'

PROP. GRADE

EXIST. GRADE

STA. 31+23.49

VERTICAL DEFLECTION  

B
O
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E
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T

STA. 22+53.75 STA. 26+65.75

STA. 22+36.61

STA. 26+87.73
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STA. 31+66.99

16"X16"X6" FH TEE

(SEE TEST HOLE 8)

EXIST. POWER

(SEE TEST HOLE 9)

EXIST. POWER

(SEE TEST HOLE 7)

EXIST. POWER
(SEE TEST HOLE 10)

EXIST. 12" WATER

STA. 30+92.00

16"X16"X4" TEE

CLEARANCE

MIN. 12" 

CLEARANCE

MIN. 12" 

 CLEARANCE

MIN. 12"

(PROJECT U-5114, BY OTHERS)

PROP. 16"/24" WATER MAIN

(STEEL PIPE, T=0.375")

72 LF 36" ENCASEMENT PIPE

(STEEL PIPE, T=0.750")

402 LF 48" ENCASEMENT PIPE

(STEEL PIPE, T=0.375")

53 LF 36" ENCASEMENT PIPE

REFUSALREFUSALTERMINATED:

REFUSAL

(DIP, CL53)

PIPE IN TRENCH 

(DIP, CL53)

PIPE IN TRENCH 

I
-
7
7
 

S
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I
-
7
7
 

N
B

OFFSET: 74.32'

TERMINATED: 734.0'

GROUND: 749.0'

B-02

OFFSET: 15.02'

TERMINATED: 727.0'

GROUND: 772.0'

B-03

OFFSET: 4.67'

TERMINATED: 753.0'

GROUND: 768.0'

B-04

OFFSET: 46.41'

TERMINATED: 734.2'

GROUND: 748.2'

C-R-149

OFFSET: 39.5' (APPROX.)

TERMINATED: 742.'

GROUND: 762.0' (APPROX.)

C-R-149 OFFSET

REFUSAL

OFFSET: 117.97'

REFUSAL: 749.0'

GROUND: 771.1'

EB1-A (LL)

OFFSET: 161.63'

REFUSAL: 731.9'

GROUND: 771.9'

EB1-C (LL)

OFFSET: 154.13'

TERMINATED: 664.9'

GROUND: 749.7'

B1-A (LL)

OFFSET: 152.49'

REFUSAL: 683.7'

GROUND: 750.7'

B2-A (LL)

OFFSET: 141.89'

REFUSAL: 702.5'

GROUND: 773.7'

EB2-A (LL)

COVER

MIN. 3'

NC License Number F-0991

Charlotte, NC 28202

900 West Trade St., Suite 715

STV Engineers, Inc.
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